Message (Digitally Signed)

From: Aylward, Michelle J CIV PSNS, 106 [michelle.aylward @navy.mil]

Sent: 12/3/2015 11:59:55 PM

To: Park, Chae [/o=ExchangeLabs/ou=Exchange Administrative Group
(FYDIBOHF23SPDLT)/cn=Recipients/cn=77f135e20af54c1097453b9821ac3079-Park, Chae]

CC: Keeley, Karen [/o=Exchangelabs/ou=Exchange Administrative Group

(FYDIBOHF23SPDLT)/cn=Recipients/cn=c177203c5df34e4bb86d8808d6e6d7fc-Keeley, Karen]; Thurman, Anthony M
CIV PSNS/IMF, Code 106 [anthony.m.thurman@navy.mil]; Brown, Ellen CIV NAVFAC NW [ellen.brown1@navy.mil]
Subject: RE: Fire Main Pipe Break
Attachments: water discharge map.pdf; smime.p7s

Good evening,
To ahswer your dquestions:

1. PSNS & IMF estimates that 2.5 million gallons of water was discharged to the bay during this event.
specifically 1.56 million gallons were discharged from dry dock outfalls 0188 and 018A, 600,000 gallons
from a back-up pump and 340,000 gallons from the storm drain system. The following explains how the
volume of water discharged was determined:

The majority of the release (80%) was discharge to the bay through outfalls 018 and 018A. Pumps operated
continuously for approximately 2 hours to return wetwell levels to normal conditions. The two pumps (one
from each pumpwell) each delivers approximately 6500 gallons per minute (gpm). A diesel driven back-up
pump in DD4 was also used for approximately 2 hours to assist. The diesel back-up pump delivers
approximately 5000 gpm. Therefore it is estimated that 2.16 million gallons were discharged through the
dry dock outfalls and over the caisson (via the diesel back-up pump). There would be a small amount
discharged through the storm drain system along the east and north side of dry dock 4 (340,000 gallons).

2. outfall 018 discharges at the south west corner of dry dock 4 and 018A discharges under pier 3
lTocated south west of dry dock 4. The storm drain along the east and north sides of dry dock 4 drain
south to the bay. The location of the pipe rupture was in the north east area top side of dry dock 4
about 20 feet away from the edge of the dry dock. Please see attached map for visual.

3. Yes, 5 cubic yards it what is estimated to have been lost to the bay. The personnel that fixed the
sink hole used 20 cubic yards of fill. I was told that due to compaction during placement an extra 5
cubic yards was needed so we only lest 15 cubic vards from the rupture. There is an abandoned steam
trench (near the salt water main break location) that is filled with soil accounting for about 9 yards.
The trench is about 4 feet deep, 2 feet wide, and 40 to 50 feet long. The plan is to seal up this steam
trench leaving the soil in place. The water that flowed top side around dry dock 4 had soil that settled
out and was cleaned up during the repairs as well. The water and soil that overflowed into the dry dock
caused standing water on the dry dock floor. The heavier fraction of the soil settled out on the dry
dock floor, 1in the sand trap and channels that outline the dry dock. From the dry dock the water would
flow to the wet well in the pump well before pumped to th

e bay. A small amount of soil would be expected to settle out into the wet well during this time and
the suction from the pumps does not pull from the bottom of the wet well. In summary 15 cubic yards were
Tost from the rupture, 9 settled out in the trench top side (will be sealed in place), 1 settled out in
the dry dock (has been cleaned up and removed) and 5 were lost to the bay.

4. Under the NPDES program and to the best of my knowledge no human health or ecological risk
evaluations were performed.

5. An equipment failure of the uninterrupted power supply (UPS) was the root cause of the pipe failure.
The failure of the UPS lead to the activation of additional pumps which generated a hydraulic shock wave
causing the pipe to rupture. An automatic transfer switch, that gives redundancy to the UPS, will be
installed, January - February time frame, to ensure there is no future reoccurrence.

Sincerely,
Michelle

Michelle Aylward
NPDES Program Manager
Code 106.32

work: (360) 476-0118
cell: (360) 535-2898

————— original Message-----
From: Park, Chae [mailto:Park.Chae@epa.gov]
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Sent: Wednesday, December 02, 2015 10:56 AM

To: Aylward, Michelle J CIV PSNS, 106

Cc: Keeley, Karen

Subject: [Non-DoD Source] RE: Fire Main Pipe Break

Ms. Aylward, thank you for taking the time to provide with me with this
information. Myself and Karen Keeley (EPA Superfund) have reviewed it and
we have the following questions.

1. From eye witness account, there may have been millions of gallons of
water that breached the pipe and entered the dry dock and the nearby catch
basin. Can you discuss the amount of water and where the water and soil
associated with that breach went? From our discussion, it appears the water
went intoe the bay. Please discuss different ways and locations it went into
the bay.

2. superfund samples the Sinclair and needs to know the areas of
disturbance. 1IFf possible, please provide us in a map where the catch basin
and the pipe that breached are located as well as any other areas where the
water may have entered the bay.

3. How was the estimate of 5 cubic yards calculated? Also, by 5 cubic
yvard, can we assume that references the volume of soil lost to the bay?

4. Has the Navy conducted any human health or ecological risk evaluation
associated with the soil that was discharged inte Sinclair beyond the TCLP
test results you shared?

5. Please also discuss any corrective acticns taken to prevent this
incident from reoccurring.

I am copying Karen Keeley 1in this email bcz Karen has an interest in this
incident as part of her cleanup efforts. Please reply to both of us. Thank
you Ms. Aylward.

Karen, if you have anything to add, please do so.

Chae

————— original Message-----

From: Aylward, Michelle J CIv PSNs, 106 [mailto:michelle.aylward@navy.mil]
Sent: Tuesday, December 01, 2015 3:33 PM

To: Park, Chae <Park.Chae@epa.gov>

Cc: Thurman, Anthony M CIV PSNS/IMF, Code 106 <anthony.m.thurman@navy.mil>
Subject: Fire Main Pipe Break

Good afternocon Mr. Park,

Oon october 30th 2015 a salt water system pipe broke releasing salt water
into dry dock 4 and along the road. This was water piped from the bay to be
used for fire protection and noncontact cooling water that would eventually
be returned to the bay. This underground pipe caused a sink hole as soil
was displaced from under the cement. It is estimated that 5 cubic yards
were lost to the bay.

It was decided that this was non-reportable per NPDES permit wWA-000206-2
based on soil samples that had been taken from the area in the past few
years. The data came from soil samples taken for waste designation and
disposal after wells were drilled to classify the soil structure surrounding
dry dock 4. Please see the attached map of where the wells were drilled
along with the sink hole Tocation, analytical sample results, chain of
custody and the field sampling form. The scoil was designated as
nonhazardous. Please contact me if you have further questions.

Sincerely,
Michelle Aylward

NPDES Program Manager
Code 106.32

work: (360) 476-0118
cell: (360) 535-2898
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